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12/14/08 FIELD EDITS

12/17/08 FIELD EDITS

2/3/09 FIELD EDITS

2/11/09 FIELD EDITS

2/21/09 FINAL EDITS

2/25/09 FINAL EDITS
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10 A9

9TH FLOOR
8 0 8 16

FULL SIZE PLOT:

1/8" = 1'-0"

SCALE OF FEET
SCALE   B

KEYED SHEET NOTES
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J/20 WS ON WINDOW SILL

(CURRENT)

B
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LEGEND

ACTIVE WATER

LEAK

CURRENT WATER STAINED

SURFACE

CURRENT WATER

ON FLOOR

325 ROOM NUMBER

DESTRUCTIVE TESTING 

LOCATION (HISTORIC)

HISTORIC WATER LEAK/

STAINED SURFACE

CURRENT MOLD GROWTH

HISTORIC MOLD GROWTH

HISTORIC WATER

ON FLOOR

i LCD INSP. LOCATION

NO FINDINGS

A LCD INSP. LOCATION

ACTIVE LEAK

B LCD INSP. LOCATION

WATER STAIN

C LCD INSP. LOCATION

OTHER NOTATION

SEE WDA SUMM.

BC LCD INSP.  LOCATION WITH

MULTIPLE FINDINGS  "A",

"B", OR  "C" AS INDICATED 
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GENERAL NOTES
1

2

LCD INSPECTION LOCATIONS 

ARE APPROXIMATE.

THE LOCATION OF VAVS

(TERMINAL UNITS) IS

APPROXIMATE.


